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IFB 233058 

February 6, 2013 
 

IFB 233058: ADDENDUM NO. 1 
Amendments/Changes/ Clarification 

Project: HPCS-4 Power & 
Cooling 

 
   IFB ISSUE DATE:                          January 31, 2013 
   CLOSING DATE:                          February 22, 2013 

IFB No. 233058 is hereby clarified with the following: 
 

*Please see ECN-01 attached below which is to be incorporated in its entirety into the bid 
package.* 
 
The following questions and answers are also included in this addendum: 
 

1. Here is question from door supplier, need you to spec hardware group. 
Answ: Hardware per specification section 087100.  
 

2. Contract drawings state to remove ACC ceiling as needed store and reinstall. I have over 
laid all drawings most all of ceiling would need to be removed. This will result in  damage 
to existing track and panels to remove store and reinstall. Suggest PNNL change call out to 
remove and replace entire ceiling. 
Answ: PNNL objective is to restore ceiling to condition before construction. It would be 
acceptable to replace with new at contractors choice. Ceiling must match look of existing 
at completion.  

 
The above stated clarifications are the only changes being made at this time. 
 
Failure to acknowledge receipt of this addendum with submittal of your Bid could be cause to reject 
your offer. All other requirements of the IFB remain as originally stated. 
Thank you, 

 
Garrett V. Hyatt 

 

Garrett V. Hyatt 
Sr. Contract Specialist 

cc: File, Bidders List 
 



 

IFB 223058,     Extend Power and Cooling 

Addendum Changes to Documents: 

Computer Rack Change by Vendor 

The computer vendor has added one additional rack with a cooling door. The impact to this IFB is the 
need to add one additional cooling water supply and return feed leg under the floor, one additional hole 
in the floor tiles and one additional communication bus connection. Designs shows 42 supply and return 
legs and is now changed to 43. An ECN will be issued documenting the change. Bidders shall provide for 
connections to 43 total computer rack cooling doors.  

S593062-FMP03-ECN01 Change to Drawings 

Incorporated the ECN in contract documents.  

Drawing WS9635, Electrical Fire Alarm Mods 

The requirements are that fire alarm panel modifications and programming changes shall be performed 
and tested. The contact information for the authorized entities to accomplish the testing and 
programming are: 

Seimens Fire Alarm Panel 

Steve Foster 
Firepower, Inc. 
10220 N. Nevada St. Suite 200 
Spokane, WA 99218 
509-468-3204, ext. 116 
swfoster@firepowerinc.org 
 
Notifier Fire Alarm Panel and Devices 

Joe Skvarla, Engineer 
Redhawk 
425-486-2600 ext 7616  Work 
206-450-8077 Mobile 
Joe.Skvarla@redhawkus.com 
 

JPP and WEA Approved 

Incorporate documents in contract 

mailto:swfoster@firepowerinc.org
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